
WAC 51-11C-40606  Section C406.6—DOAS option.
C406.6 Dedicated outdoor air system (DOAS). Not less than 90 percent 
of the total conditioned floor area of the whole building, building 
addition or tenant space, excluding floor area of unoccupied spaces 
that do not require ventilation per the International Mechanical Code, 
shall be served by DOAS installed in accordance with Section C403.3.5. 
This option is not available to buildings subject to the prescriptive 
requirements of Section C403.3.5.
[Statutory Authority: RCW 19.27A.020, 19.27A.025, 19.27A.160 and chap-
ter 19.27 RCW. WSR 19-24-040, § 51-11C-40606, filed 11/26/19, effec-
tive 7/1/20. Statutory Authority: RCW 19.27A.025, 19.27A.160, and 
19.27.074. WSR 16-03-072, § 51-11C-40606, filed 1/19/16, effective 
7/1/16.]

Certified on 7/9/2020 WAC 51-11C-40606 Page 1


		2020-07-09T15:07:42-0700
	Electronic transmittal




